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AFTER SAMPLING PROCEDURE,
DISCONTINUE SERVICE AS FOLLOWS:

1. SHUT OFF CORPORATION STOP

. REMOVE COPPER PIPE AND SHUTOFF

. ATTACH LOCATE TAPE TO CORPORATION STOP
. CAP CORPORATION STOP

. BACKFILL WITH LOCATE TAPE TRAILING UP
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NOTE:

STAINLESS STEEL WIDE
BAND DOUBLE STRAP
SADDLE WITH CC THREADS
AND CORPORATION STOP

18" MIN
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SADDLE MUST BE KEPT
OUT OF CONCRETE

STAINLESS STEEL WIDE BAND
DOUBLE STRAP SADDLE WITH
CC THREAD

CORPORATION STOP WITH CC THREAD
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